Single-phase secondary test at voltage stage in VAMP relays

This document describes testing overvoltage and undervoltage stages with single phase test unit when the relay is set to voltage measurement mode “2LL + U₀”.

1. \( U > \) testing

![Diagram of single-phase secondary test with \( U > \) testing]

2. \( U < \) testing

![Diagram of single-phase secondary test with \( U < \) testing]