5. As a general guide, the minimum clearance required from any obstruction is 6 feet.
4. Provide a clear vertical exhaust field. Review manual for detailed installation and site conditions.
3. Maximum intake air temperature is 120°F. Intake air is drawn in from sides, end and bottom of unit.
2. All dimensions are approx. in inches [mm]
1. Weight: 1500 lbs approx [680 kg]
PERMANENT LOAD BANK - SINGLE BAY UNIT
GENERAL REFERENCE OUTLINE DRAWING
Model 4810 2 OF 2  Rev. G