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Product Certified:  SRT10KXLI; SRT10KRMXLI; SRT8KXLI; 

SRT8KRMXLI; FJRT10KXLI; FJRT8KXLI; 
DLRT8KRMXLI 
 

    External Battery Pack:  SRT192BP2; FJRT192BP2 
SRT192RMBP2; DLRT192RMBP2 

    
Testing Date:   23-02-2015 
Report No:   EN2465-1 
 
A sample of the product as configured in the accompanying test report has been found to 
comply with the following standards. 
 
EMC Emissions and Immunity: 
EN 62040-2:2006 Uninterruptable power systems (UPS) – Electromagnetic compatibility 
(EMC) requirements – Category C2 
 
EMC Emissions: 
EN 61000-2-2:2002 Electromagnetic compatibility (EMC) - Part 2-2: Environment - 
Compatibility levels for low-frequency conducted disturbances and signalling in public low-
voltage power supply systems 
EN 61000-3-2:2006 Electromagnetic compatibility (EMC) -- Part 3-2: Limits - Limits for 
harmonic current emissions (equipment input current ≤ 16 A per phase) 
CISPR 22:2005 Information technology equipment – Radio disturbance characteristics – 
Limits and methods of measurement 
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