3933 US Route 11
Cortland, NY 13045

Telephone: (607) 753-6711
Facsimile: (607) 758-3648
www.intertek-etlsemko.com

July 2, 2010 Test report number 100134962CRT-001b
Project number 100134962-311

Schneider Electric Asia Pacific Limited

13/F, East Wing, Warwick House

Tai Koo Place

979 King's Road

Quarry Bay, Hong Kong

TEST:

Electrical performance testing of a cabling configuration to the requirements of ANSI/TIA-568-C.2 for
Category 6 channel.

STANDARD USED:

ANSI/TIA-568-C.2-2009: Balanced Twisted-Pair Telecommunications Cabling and Components Standards,
dated August 2009

SECTION:
6.2: Channel transmission performance (6.2.1 to 6.2.26)

AUTHORIZATION:

The project was authorized by Mr. Ken Kwan, representing the client, Schneider Electric Asia Pacific
Limited, with signed quotation number 500215401.

SAMPLE DESCRIPTION:

The client supplied a 4-connector channel as illustrated below. The sample was received on July 1, 2010
and was in good condition.

Near End Far End
3m -I 15m ] 75m 5m 3m
1 3 4 3 8 8
2 5 7
Component Id Manufacturer Description Part number
1,8 Schneider Electric Equipment Cord ACTPC6UBCM30BU
2 Schneider Electric Wall Outlet VDIB17766UWE
3 Schneider Electric Horizontal Cable ACT4P6UCM3RBBU
4 Schneider Electric 110 Block K110N50PCC
57 Schneider Electric Patch Panel ACTPP6U24NSS
6 Schneider Electric Equipment Cord ACTPC6UBCM50BU
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This report is for the exclusive use of Intertek’s Client and is provided pursuant to the agreement between Intertek and its Client. Intertek’s responsibility and liability are
limited to the terms and conditions of the agreement. Intertek assumes no liability to any party, other than to the Client in accordance with the agreement, for any loss,
expense or damage occasioned by the use of this report. Only the Client is authorized to permit copying or distribution of this report and then only in its entirety. Any use of
the Intertek name or one of its marks for the sale or advertisement of the tested material, product or service must first be approved in writing by Intertek. The observations
and test results in this report are relevant only the sample tested. This report by itself does not imply that the material, product or service is or has ever been under an
Intertek certification program.

Intertek Testing Services NA, Inc.




Schneider Electric Asia Pacific Limited Test report number 100134962CRT-001b

July 2, 2010
EQUIPMENT LIST:
The following equipment was employed in conducting the tests.
Model Control Calibration Calibration
Equipment used number number date due date
HP Automatic Cable Test System 46152A E307 3/1/2010 3/1/2011

DATE OF TEST:
July 2, 2010

TEST REPORT REVISION HISTORY:

First Issue: July 2, 2010 Original Document

RESULTS: See appendix A for the test results.

CONCLUSION:

The channel cabling configuration, as previously described and supplied by the client, was tested in
accordance with the standard referred to on page 1, and did comply with the indicated applicable
transmission requirements. The testing was performed at Intertek located in Cortland, New York.

The procedures and requirements were taken from the standard referred to on page 1.

Reviewed and Approved By:

Fnyie o il

Antoine Pelletier ohh Cash

Engineer chnician

Global Cabling Products Testing Global Cabling Products Testing
Kathy Hgath

Program Coordinator
Global Cabling Products Testing
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Schneider Electric Asia Pacific Limited Test report number 100134962CRT-001b
July 2, 2010

Appendix A
Test results

This appendix contains 42 pages.

Intertek Testing Services NA, Inc.



Intertek

Low Frequency Report

Client Schneider Electric Project No 100134962CRT-001b
Specification TIA-568-C2 - Cat 6 Channel

Part No ACT4P6UCM3RBBU Length(m) 100.

Test Started 7/2/2010 9:49:36 AM Temperature 20 °C

Description 4 Connector Channel Appendix A

Operator Name John Cash Test Status Complies

DC Resistance (Ohms)

Blue Orange Green Brown Limit (Ohms)
7.5202 7.3541 7.6254 7.3697
7.4959 7.3555 7.6330 7.3711

Resistance Unbalanced (%)

Blue Orange Green Brown Limit (%)
0.16 0.01 0.05 0.01 3.00

Resistance Unbalanced Pair-Pair (%)

Blue - Orange Blue - Green Blue - Brown Orange - Green Orange - Brown  Green - Brown Limit (%)
1.03 0.80 0.92 1.83 0.11 1.73

DC Loop Resistance (Ohms)

Blue Orange Green Brown Limit (Ohms)
15.0190 14.7140 15.2620 14.7440 25.0000
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Intertek

Client Schneider Electric Project No 100134962CRT-001b
Specification TIA-568-C2 - Cat 6 Channel
Part No ACT4P6UCM3RBBU Length(m) 100.
Test Started 7/2/2010 9:49:36 AM Temperature 20 °C
Description 4 Connector Channel Appendix A
Operator Name John Cash Test Status Complies
Frequency Blue Orange Green Brown
0.772 -1.61 -1.55 -1.59 -1.49
1. -1.84 -1.81 -1.82 -1.72
4, -3.70 -3.65 -3.68 -3.56
8. -5.26 -5.19 -5.24 -5.10
10. -5.90 -5.82 -5.88 -5.73
16. -7.49 -7.38 -7.48 -7.31
20. -8.39 -8.27 -8.38 -8.21
25. -9.43 -9.28 -9.42 -9.21
31.25 -10.59 -10.42 -10.58 -10.38
62.5 -15.28 -15.01 -15.23 -14.97
100. -19.45 -19.04 -19.48 -19.08
150. -24.08 -23.58 -24.24 -23.63
155. -24.51 -23.99 -24.62 -24.05
200. -27.99 -27.55 -28.38 -27.62
250. -31.55 -30.97 -31.98 -31.03
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Client Schneider Electric Project No 100134962CRT-001b
Specification TIA-568-C2 - Cat 6 Channel
Part No ACT4P6UCM3RBBU Length(m) 100.
Test Started 7/2/2010 9:49:36 AM Temperature 20°C
Description 4 Connector Channel Appendix A
Operator Name John Cash Test Status Complies
Frequency Blue - Orange Blue - Green Blue - Brown Orange - Green Orange - Brown  Green - Brown
0.772 -86.65 -93.66 -87.80 -86.93 -90.41 -88.29
1. -88.87 -93.15 -87.23 -87.18 -95.35 -86.99
4. -70.66 -87.49 -91.41 -73.14 -92.86 -73.79
8. -69.15 -102.27 -77.52 -67.30 -80.77 -67.99
10. -65.85 -75.31 -85.09 -66.69 -77.85 -68.22
16. -63.29 -77.82 -79.52 -61.66 -86.04 -62.52
20. -64.02 -76.95 -81.63 -59.76 -86.21 -61.85
25. -61.54 -75.40 -69.86 -62.72 -77.05 -60.60
31.25 -57.67 -70.48 -76.20 -60.36 -71.19 -58.80
62.5 -56.75 -75.03 -70.93 -51.34 -65.26 -55.58
100. -53.82 -60.75 -58.99 -49.62 -70.96 -51.42
150. -50.21 -54.34 -59.59 -47.98 -61.62 -48.80
155. -49.37 -59.89 -55.65 -47.67 -60.72 -55.72
200. -50.75 -50.29 -56.11 -51.67 -87.80 -47.98
250. -45.08 -48.00 -52.88 -48.02 -55.87 -45.58
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Client Schneider Electric Project No 100134962CRT-001b
Specification TIA-568-C2 - Cat 6 Channel
Part No ACT4P6UCM3RBBU Length(m) 100.
Test Started 7/2/2010 9:49:36 AM Temperature 20°C
Description 4 Connector Channel Appendix A
Operator Name John Cash Test Status Complies
Frequency Blue - Orange Blue - Green Blue - Brown Orange - Green Orange - Brown  Green - Brown
0.772 -86.92 -99.33 -87.77 -85.68 -95.78 -91.41
1. -85.74 -98.37 -86.40 -83.64 -92.06 -88.20
4. -74.86 -86.43 -82.15 -81.05 -88.51 -78.26
8. -71.75 -77.51 -82.61 -77.30 -80.17 -73.41
10. -73.41 -74.47 -86.20 -69.69 -81.87 -76.36
16. -69.37 -72.57 -70.98 -70.94 -85.37 -67.77
20. -74.65 -71.29 -67.66 -70.38 -88.07 -72.36
25. -75.07 -71.39 -65.19 -77.16 -85.86 -74.92
31.25 -67.96 -66.89 -79.57 -67.31 -70.53 -66.73
62.5 -75.26 -62.25 -57.02 -67.74 -74.41 -64.78
100. -67.37 -58.09 -56.81 -61.76 -66.78 -57.43
150. -63.58 -54.50 -61.19 -67.31 -57.87 -60.63
155. -62.19 -53.00 -56.26 -67.93 -58.45 -58.04
200. -56.83 -51.82 -49.50 -64.35 -51.60 -53.29
250. -55.98 -44.76 -56.51 -55.51 -54.28 -48.05
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Client Schneider Electric Project No 100134962CRT-001b
Specification TIA-568-C2 - Cat 6 Channel
Part No ACT4P6UCM3RBBU Length(m) 100.
Test Started 7/2/2010 9:49:36 AM Temperature 20 °C
Description 4 Connector Channel Appendix A
Operator Name John Cash Test Status Complies
Frequency Blue Orange Green Brown
0.772 -83.49 -82.83 -83.92 -83.79
1. -84.30 -84.32 -83.53 -83.52
4. -70.51 -68.67 -70.33 -73.59
8. -68.53 -65.00 -64.61 -67.32
10. -65.31 -63.04 -64.03 -67.66
16. -63.04 -59.37 -59.00 -62.41
20. -63.71 -58.35 -57.62 -61.75
25. -60.79 -59.00 -58.43 -60.02
31.25 -57.39 -55.67 -56.33 -58.47
62.5 -56.52 -50.11 -49.94 -55.02
100. -52.04 -48.20 -47.22 -50.68
150. -48.44 -45.82 -44.83 -48.24
1565. -48.15 -45.30 -46.82 -52.04
200. -46.94 -48.17 -44.92 -47.35
250. -42.84 -43.06 -42.27 -44.51
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Client Schneider Electric Project No 100134962CRT-001b
Specification TIA-568-C2 - Cat 6 Channel
Part No ACT4P6UCM3RBBU Length(m) 100.
Test Started 7/2/2010 9:49:36 AM Temperature 20 °C
Description 4 Connector Channel Appendix A
Operator Name John Cash Test Status Complies
Frequency Blue Orange Green Brown
0.772 -84.01 -82.97 -84.47 -85.63
1. -82.91 -81.14 -82.22 -83.39
4. -73.84 -73.67 -75.78 -76.40
8. -70.36 -70.13 -70.83 -71.99
10. -70.75 -67.91 -67.78 -74.67
16. -65.96 -66.91 -65.14 -65.95
20. -65.51 -68.93 -65.73 -65.83
25. -63.90 -72.17 -68.55 -64.44
31.25 -64.14 -63.46 -62.15 -65.01
62.5 -55.82 -66.23 -59.58 -56.27
100. -54.18 -59.75 -53.95 -53.87
150. -53.22 -56.43 -53.36 -54.86
1565. -50.97 -56.58 -51.69 -52.68
200. -47.02 -50.28 -49.34 -46.41
250. -44.18 -50.43 -42.85 -46.65
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Attenuation to Cross Talk Ratio (Near End)

Client Schneider Electric Project No 100134962CRT-001b
Specification TIA-568-C2 - Cat 6 Channel
Part No ACT4P6UCM3RBBU Length(m) 100.
Test Started 7/2/2010 9:49:36 AM Temperature 20 °C
Description 4 Connector Channel Appendix A
Operator Name John Cash Test Status Complies
Frequency Blue - Orange Blue - Green Blue - Brown Orange - Green Orange - Brown  Green - Brown
0.772 85.10 92.07 86.32 85.35 88.92 86.81
1. 87.06 91.33 85.52 85.36 93.63 85.27
4. 67.01 83.81 87.85 69.46 89.29 70.22
8. 63.96 97.02 72.41 62.06 75.67 62.89
10. 60.03 69.43 79.35 60.80 72.12 62.48
16. 55.91 70.34 72.21 54.19 78.73 55.21
20. 55.74 68.56 73.42 51.37 78.00 53.64
25. 52.26 65.99 60.64 53.31 67.83 51.39
31.25 47.25 59.89 65.82 49.78 60.81 48.42
62.5 41.75 59.80 55.96 36.11 50.29 40.61
100. 34.78 41.27 39.91 30.15 51.88 32.34
150. 26.62 30.10 35.96 23.74 37.98 25.16
155. 25.38 35.27 31.60 23.05 36.68 31.67
200. 23.20 21.91 28.49 23.29 60.18 20.36
250. 14.11 16.03 21.85 16.04 24.85 14.55
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Attenuation to Cross Talk Ratio (Far End)

Client Schneider Electric Project No 100134962CRT-001b
Specification TIA-568-C2 - Cat 6 Channel
Part No ACT4P6UCM3RBBU Length(m) 100.
Test Started 7/2/2010 9:49:36 AM Temperature 20 °C
Description 4 Connector Channel Appendix A
Operator Name John Cash Test Status Complies
Frequency Blue - Orange Blue - Green Blue - Brown Orange - Green Orange - Brown  Green - Brown
0.772 85.39 97.74 86.28 84.09 94.30 89.93
1. 83.97 96.56 84.68 81.82 90.35 86.49
4. 71.24 82.75 78.59 77.37 84.94 74.70
8. 66.59 72.26 77.52 72.06 75.08 68.32
10. 67.62 68.59 80.48 63.81 76.14 70.63
16. 62.02 65.10 63.67 63.47 78.05 60.46
20. 66.40 62.90 59.44 61.99 79.85 64.14
25. 65.81 61.96 55.97 67.74 76.64 65.69
31.25 57.54 56.31 69.19 56.73 60.14 56.34
62.5 60.32 47.03 42.12 52.52 59.51 49.88
100. 48.31 38.58 37.72 42.25 47.70 38.34
150. 39.95 30.29 37.54 43.10 34.22 36.98
155. 38.16 28.40 32.16 43.33 34.36 33.94
200. 29.36 23.42 21.92 35.95 24.02 25.71
250. 25.06 12.74 25.49 23.50 23.27 17.03
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Client Schneider Electric Project No 100134962CRT-001b
Specification TIA-568-C2 - Cat 6 Channel
Part No ACT4P6UCM3RBBU Length(m) 100.
Test Started 7/2/2010 9:49:36 AM Temperature 20 °C
Description 4 Connector Channel Appendix A
Operator Name John Cash Test Status Complies
Frequency Blue Orange Green Brown
0.772 81.87 81.28 82.34 82.31
1. 82.46 82.51 81.72 81.80
4, 66.81 65.03 66.64 70.02
8. 63.27 59.81 59.37 62.22
10. 59.41 57.22 58.15 61.93
16. 55.55 51.99 51.53 55.10
20. 55.32 50.08 49.23 53.54
25. 51.36 49.72 49.02 50.81
31.25 46.80 45.25 45.75 48.09
62.5 41.24 35.10 34.71 40.05
100. 32.59 29.16 27.74 31.60
150. 24.37 22.24 20.58 24.61
155. 23.63 21.31 22.20 27.99
200. 18.95 20.62 16.54 19.73
250. 11.29 12.09 10.29 13.48
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Client Schneider Electric Project No 100134962CRT-001b
Specification TIA-568-C2 - Cat 6 Channel
Part No ACT4P6UCM3RBBU Length(m) 100.
Test Started 7/2/2010 9:49:36 AM Temperature 20 °C
Description 4 Connector Channel Appendix A
Operator Name John Cash Test Status Complies
Frequency Blue Orange Green Brown
0.772 82.40 81.43 82.88 84.15
1. 81.07 79.36 80.40 81.68
4. 70.14 70.04 72.10 72.84
8. 65.11 64.97 65.58 66.90
10. 64.86 62.13 61.90 68.95
16. 58.48 59.56 57.67 58.64
20. 57.11 60.68 57.34 57.61
25. 54.46 62.90 59.13 55.21
31.25 53.54 53.04 51.56 54.62
62.5 40.58 51.29 44.36 41.37
100. 34.72 40.68 34.44 34.78
150. 29.10 32.80 29.15 31.21
1565. 26.44 32.54 27.10 28.59
200. 18.97 22.82 20.94 18.84
250. 12.59 19.51 10.83 15.63
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Client Schneider Electric Project No 100134962CRT-001b
Specification TIA-568-C2 - Cat 6 Channel
Part No ACT4P6UCM3RBBU Length(m) 100.
Test Started 7/2/2010 9:49:36 AM Temperature 20°C
Description 4 Connector Channel Appendix A
Operator Name John Cash Test Status Complies
Frequency Blue - Orange Blue - Green Blue - Brown Orange - Blue  Orange - Green  Orange - Brown
0.772 -81.88 -107.31 -84.66 -81.56 -78.42 -84.71
1. -80.55 -99.62 -82.23 -80.36 -77.39 -81.91
4. -70.27 -84.16 -73.26 -70.05 -67.26 -72.98
8. -66.65 -76.58 -69.40 -65.98 -63.28 -68.46
10. -65.27 -74.90 -68.68 -65.71 -63.81 -67.01
16. -64.22 -71.57 -68.63 -64.77 -67.05 -65.27
20. -64.54 -69.63 -68.62 -64.18 -72.97 -64.39
25. -66.47 -68.17 -67.99 -65.23 -70.40 -63.90
31.25 -69.03 -65.23 -65.12 -67.60 -61.00 -63.78
62.5 -60.97 -62.82 -65.46 -60.53 -68.24 -69.60
100. -65.41 -63.47 -59.56 -66.18 -61.86 -72.46
150. -63.06 -59.96 -66.39 -62.60 -64.99 -63.08
155. -63.13 -58.87 -68.46 -62.56 -64.05 -62.55
200. -70.95 -59.18 -63.78 -69.68 -63.73 -67.00
250. -66.83 -64.49 -70.76 -67.81 -64.07 -73.71
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Client Schneider Electric Project No 100134962CRT-001b
Specification TIA-568-C2 - Cat 6 Channel
Part No ACT4P6UCM3RBBU Length(m) 100.
Test Started 7/2/2010 9:49:36 AM Temperature 20°C
Description 4 Connector Channel Appendix A
Operator Name John Cash Test Status Complies
Frequency Green - Blue Green - Orange  Green - Brown Brown - Blue Brown - Orange  Brown - Green
0.772 -93.74 -78.74 -89.30 -82.90 -85.92 -90.87
1. -95.72 -77.68 -87.74 -82.34 -84.18 -89.25
4. -87.01 -67.29 -79.03 -73.77 -72.81 -79.28
8. -83.53 -63.93 -75.54 -70.92 -68.53 -73.08
10. -77.71 -63.10 -73.66 -68.90 -67.05 -75.81
16. -73.53 -65.56 -74.81 -68.09 -65.14 -77.73
20. -70.62 -73.64 -74.16 -69.01 -64.17 -12.77
25. -68.73 -70.38 -73.40 -67.60 -63.55 -70.60
31.25 -66.76 -61.04 -70.81 -65.39 -63.68 -69.13
62.5 -61.44 -67.28 -69.37 -65.60 -68.74 -72.93
100. -62.41 -61.59 -66.80 -60.78 -72.12 -64.04
150. -60.17 -69.09 -68.53 -64.73 -63.76 -75.65
155. -59.16 -63.82 -69.62 -66.65 -63.29 -68.80
200. -59.00 -62.28 -64.52 -63.85 -69.20 -69.89
250. -73.25 -62.20 -83.55 -73.74 -71.96 -65.35
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Client Schneider Electric Project No 100134962CRT-001b
Specification TIA-568-C2 - Cat 6 Channel
Part No ACT4P6UCM3RBBU Length(m) 100.
Test Started 7/2/2010 9:49:36 AM Temperature 20°C
Description 4 Connector Channel Appendix A
Operator Name John Cash Test Status Complies
Frequency Blue - Orange Blue - Green Blue - Brown Orange - Blue  Orange - Green  Orange - Brown
0.772 -80.33 -105.72 -83.17 -79.94 -76.84 -83.22
1. -78.74 -97.80 -80.51 -78.52 -75.57 -80.19
4. -66.62 -80.47 -69.70 -66.35 -63.58 -69.42
8. -61.46 -71.34 -64.29 -60.72 -58.03 -63.35
10. -59.45 -69.01 -62.95 -59.81 -57.92 -61.28
16. -56.84 -64.09 -61.32 -57.28 -59.58 -57.96
20. -56.26 -61.24 -60.41 -55.79 -64.59 -56.18
25. -57.19 -58.76 -58.77 -55.81 -60.99 -54.68
31.25 -58.61 -54.65 -54.74 -57.01 -50.41 -53.40
62.5 -45.96 -47.59 -50.49 -45.24 -53.01 -54.63
100. -46.37 -43.99 -40.48 -46.73 -42.39 -53.39
150. -39.48 -35.72 -42.75 -38.52 -40.74 -39.45
155. -39.14 -34.25 -44.41 -38.05 -39.43 -38.51
200. -43.40 -30.80 -36.16 -41.69 -35.35 -39.38
250. -35.86 -32.52 -39.73 -36.26 -32.09 -42.68
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Client Schneider Electric Project No 100134962CRT-001b
Specification TIA-568-C2 - Cat 6 Channel
Part No ACT4P6UCM3RBBU Length(m) 100.
Test Started 7/2/2010 9:49:36 AM Temperature 20°C
Description 4 Connector Channel Appendix A
Operator Name John Cash Test Status Complies
Frequency Green - Blue Green - Orange  Green - Brown Brown - Blue Brown - Orange  Brown - Green
0.772 -92.13 -77.19 -87.81 -81.29 -84.36 -89.28
1. -93.87 -75.87 -86.03 -80.50 -82.37 -87.43
4. -83.31 -63.64 -75.46 -70.07 -69.16 -75.60
8. -78.27 -58.75 -70.44 -65.66 -63.34 -67.84
10. -71.81 -57.28 -67.92 -63.00 -61.23 -69.92
16. -66.04 -58.18 -67.50 -60.60 -57.76 -70.25
20. -62.23 -65.37 -65.95 -60.62 -55.89 -64.39
25. -59.30 -61.10 -64.19 -58.18 -54.27 -61.18
31.25 -56.17 -50.62 -60.43 -54.80 -53.26 -58.55
62.5 -46.16 -52.27 -54.40 -50.31 -53.73 -57.70
100. -42.97 -42.55 -47.72 -41.34 -53.08 -44.57
150. -36.09 -45.50 -44.90 -40.65 -40.18 -51.40
155. -34.64 -39.83 -45.58 -42.13 -39.30 -44.18
200. -31.01 -34.72 -36.90 -35.86 -41.65 -41.51
250. -41.70 -31.22 -52.52 -42.19 -40.98 -33.38
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Power Sum ELFEXT/PSACRF (Near End)

Client Schneider Electric Project No 100134962CRT-001b
Specification TIA-568-C2 - Cat 6 Channel
Part No ACT4P6UCM3RBBU Length(m) 100.
Test Started 7/2/2010 9:49:36 AM Temperature 20 °C
Description 4 Connector Channel Appendix A
Operator Name John Cash Test Status Complies
Frequency Blue Orange Green Brown
0.772 -78.41 -74.51 -76.64 -79.20
1. -76.37 -72.85 -75.39 -77.91
4. -64.68 -61.07 -63.28 -66.18
8. -59.26 -55.44 -58.36 -60.57
10. -57.43 -54.72 -56.72 -58.80
16. -54.84 -53.44 -57.01 -55.89
20. -53.84 -52.71 -59.35 -54.29
25. -53.27 -51.70 -56.25 -52.32
31.25 -50.77 -48.16 -49.08 -50.38
62.5 -42.65 -44.40 -44.68 -48.40
100. -37.90 -41.19 -38.83 -39.81
150. -33.54 -35.08 -34.87 -37.42
155. -32.64 -34.24 -32.98 -36.83
200. -29.69 -33.81 -28.19 -34.35
250. -30.35 -31.24 -29.86 -32.98
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Client Schneider Electric Project No 100134962CRT-001b
Specification TIA-568-C2 - Cat 6 Channel
Part No ACT4P6UCM3RBBU Length(m) 100.
Test Started 7/2/2010 9:49:36 AM Temperature 20 °C
Description 4 Connector Channel Appendix A
Operator Name John Cash Test Status Complies
Frequency Blue Orange Green Brown
0.772 -43.12 -41.46 -51.88 -36.60
1. -34.87 -34.49 -38.71 -33.50
4. -41.07 -42.72 -34.17 -39.80
8. -36.12 -34.55 -32.10 -31.67
10. -34.83 -31.43 -34.60 -27.15
16. -30.71 -30.13 -42.66 -23.13
20. -30.31 -28.44 -55.51 -23.80
25. -29.84 -30.24 -40.01 -27.61
31.25 -49.47 -41.18 -47.49 -43.31
62.5 -29.77 -31.07 -39.81 -35.14
100. -35.48 -47.30 -37.78 -36.53
150. -54.75 -40.99 -29.45 -42.04
155. -31.02 -45.39 -52.88 -27.84
200. -65.48 -28.84 -28.72 -32.64
250. -32.96 -51.03 -40.32 -33.15
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Client Schneider Electric Project No 100134962CRT-001b
Specification TIA-568-C2 - Cat 6 Channel
Part No ACT4P6UCM3RBBU Length(m) 100.
Test Started 7/2/2010 9:49:36 AM Temperature 20 °C
Description 4 Connector Channel Appendix A
Operator Name John Cash Test Status Complies
Frequency Blue Orange Green Brown
0.772 -42.86 -54.27 -49.29 -41.75
1. -35.63 -40.63 -37.52 -36.03
4. -32.34 -31.21 -34.20 -35.16
8. -34.20 -36.90 -49.27 -35.69
10. -36.77 -47.62 -44.01 -39.68
16. -52.96 -54.21 -40.83 -30.25
20. -42.41 -37.62 -37.17 -30.30
25. -46.38 -47.00 -37.54 -30.29
31.25 -56.43 -33.00 -52.76 -28.02
62.5 -29.18 -24.75 -44.43 -23.70
100. -37.55 -48.43 -31.81 -39.11
150. -45.47 -55.39 -26.01 -67.06
1565. -29.44 -39.29 -34.55 -41.42
200. -24.36 -27.14 -28.95 -27.55
250. -34.63 -36.35 -21.91 -32.90
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Intertek

Attenuation (Near End)

Client Schneider Electric Project No 100134962CRT-001b
Specification TIA-568-C2 - Cat 6 Channel

Part No ACT4P6UCM3RBBU Length(m) 100.

Test Started 7/2/2010 9:49:36 AM Temperature 20 °C

Description 4 Connector Channel Appendix A

Operator Name John Cash Test Status Complies

Limit Margin : 0.194 (dB) @ 1.124 MHz Limit Margin : 0.193 (dB) @ 1.436 MHz

Blue Orange

N N

i \ . \

(dB)
(dB)

-20

-40 -40
250 0 50 100 150 200 250

0 50 100 150 200
Frequency (MHz) Frequency (MHz)

Limit Margin : 0.222 (dB) @ 1.124 MHz Limit Margin : 0.317 (dB) @ 1.124 MHz

Green Brown

N AN

:zc \ -20 \
\\ T

-30

” \ \

-40 -40
150 200 250 0 50 100 150 200 250

0 50 100
Frequency (MHz) Frequency (MHz)

(dB)
(dB)
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Intertek

Near End Cross Talk (Near End)

Client Schneider Electric Project No 100134962CRT-001b
Specification TIA-568-C2 - Cat 6 Channel
Part No ACT4P6UCM3RBBU Length(m) 100.
Test Started 7/2/2010 9:49:36 AM Temperature 20 °C
Description 4 Connector Channel Appendix A
Operator Name John Cash Test Status Complies
Limit Margin : 7.524 dB @ 4.243 MHz Limit Margin : 13.491 dB @ 242.827 MHz
Blue - Orange Blue - Green
-10 -10
-20 -20
-30 -30
-40 -40
0 -50- IPVNTATA \/ N \A% ANV 0 -50 v
T 601 T 601/ AV
70 IVN 70 AAA Nvfﬁl\ﬂﬁn! V
-80 -80 AN LI B
-90 -90
-100 -100H
-110 -110
-120 -120
-130 -130.
0 50 100 150 200 250 300 0 50 100 150 200 250 300
Frequency (MHz) Frequency (MHz)
Limit Margin : 16.617 dB @ 7.361 MHz Limit Margin : 6.673 dB @ 14.846 MHz
Blue - Brown Orange - Green
-10 10
-20 20
-30 30
40 | 40
50 _50. ANAAAAAAAAAAAANNAANN
8 6ol Al A /\/\':’\n 8 601, PPV AACAMAAMAAAA AL L)) LA
ol ey AT oAl
-80 T -80.;
-90 |. -90
-100+—4 -100:
-110 -110
-120 -120
-130 -130
0 50 100 150 200 250 300 0 50 100 150 200 250 300
Frequency (MHz) Frequency (MHz)
Limit Margin : 16.250 dB @ 4.554 MHz Limit Margin : 8.383 dB @ 115.582 MHz
Orange - Brown Green - Brown
-10 -10
-20 20
-30 -30
-40 -40 ———
50 50 AAAAN AnnannnananAN
g o PV 8 ool i NV
P PRV RV P11 i A S L
60 YA A ol
Wy I
-90. '| -90.
-1004} -100
-110 -110
-120 -120
-130 -130
0 50 100 150 200 250 300 0 50 100 150 200 250 300
Frequency (MHz) Frequency (MHz)
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Intertek

Client Schneider Electric Project No 100134962CRT-001b
Specification TIA-568-C2 - Cat 6 Channel
Part No ACT4P6UCM3RBBU Length(m) 100.
Test Started 7/2/2010 9:49:36 AM Temperature 20 °C
Description 4 Connector Channel Appendix A
Operator Name John Cash Test Status Complies
Limit Margin : 10.766 dB @ 2.995 MHz Limit Margin : 11.641 dB @ 250.000 MHz
Blue - Orange Blue - Green
-10 -10
-20 -20
-30 -30
-40 -40
50 -50 =
2 5o NPY.VAY Y 2 5 e NN NNV
o A AT Y W B AN Voo
! ] i !
L AAS A L RR B
| I
-90 } -90
-100 -100
-110 -110
-120 -120
-130 -130
0 50 100 150 200 250 300 0 50 100 150 200 250 300
Frequency (MHz) Frequency (MHz)
Limit Margin : 12.495 dB @ 60.380 MHz Limit Margin : 10.291 dB @ 7.361 MHz
Blue - Brown Orange - Green
10 10
20 20
-30 30
40 -40
o 50 N\ n 50
3 .60 g A N\v/“’V\ NNN NS S -60f/ . A n N N\vf'/\vnv/\
e NC VY Yy s AR
{ ' | | | ! !
-80 . -80 (HI
-90 -90++ [ [
100 | 100 |
-110++ -110
120 120
130 130
50 100 150 200 250 300 0 50 100 150 200 250 300
Frequency (MHz) Frequency (MHz)
Limit Margin : 16.179 dB @ 198.541 MHz Limit Margin : 12.746 dB @ 2.683 MHz
Orange - Brown Green - Brown
-10 -10
-20 -20
-30 -30
-40 -40 ———
-50 -50
2 0 . WVARaaVanV 2 60 ™ NN/
o NN L VA WaYAY oY 1 \
80 Mo LB I 80 ! | :
) | ) [ U '
-0 {"F -90
-100 -100
-110 -110
-120 -120
-130 -130
0 50 100 150 200 250 300 0 50 100 150 200 250 300
Frequency (MHz) Frequency (MHz)
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Intertek

Client Schneider Electric Project No 100134962CRT-001b
Specification TIA-568-C2 - Cat 6 Channel
Part No ACT4P6UCM3RBBU Length(m) 100.
Test Started 7/2/2010 9:49:36 AM Temperature 20 °C
Description 4 Connector Channel Appendix A
Operator Name John Cash Test Status Complies
Limit Margin : 9.714 dB @ 4.243 MHz Limit Margin : 7.835 dB @ 22.643 MHz
Blue Orange
-30 -30
4 — ] 4 —
o 50 W 4% VARV A NMWAFJ\N\/\/\/ o 50 NV v"v/\v{\ er\/\N\/\J\/\W

-60- J/ AYM -60 J/.NM/

70 JVN 70 /—'

-80 F -80 ’

-90 -90

0 50 100 150 200 250 0 50 100 150 200 250
Frequency (MHz) Frequency (MHz)
Limit Margin : 7.081 dB @ 14.846 MHz Limit Margin : 10.659 dB @ 14.846 MHz
Green Brown
-30 -30
P ——— P ———
-40 40-
/\/\n/““/v\
. A AN WA & 50 A AnAA AR

'SO/pNWWVVV : / AWV VY "VVVV"VVVV'VVV

-60- M\ -60- J/'fJVN\N

-704 I -70q ,/

-80 -80

-90 -90
0 50 100 150 200 250 0 50 100 150 200 250

Frequency (MHz) Frequency (MHz)
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Intertek

Client Schneider Electric Project No 100134962CRT-001b
Specification TIA-568-C2 - Cat 6 Channel
Part No ACT4P6UCM3RBBU Length(m) 100.
Test Started 7/2/2010 9:49:36 AM Temperature 20 °C
Description 4 Connector Channel Appendix A
Operator Name John Cash Test Status Complies
Limit Margin : 11.619 dB @ 2.995 MHz Limit Margin : 11.632 dB @ 2.683 MHz
Blue Orange
30 E— -30 I —
4 e— 4 —
o 50 A /VW\/“\\/\*/ 50 RPN
S 'GO%MVM ° . J/ P AW,V/JM[\'\VAVN
-70 M’ -7OWMMMM"
-80 -80
-90 -90
0 50 100 150 200 250 0 50 100 150 200 250
Frequency (MHz) Frequency (MHz)
Limit Margin : 11.299 dB @ 8.609 MHz Limit Margin : 13.629 dB @ 3.619 MHz
Green Brown
-30 I —— -30 —
-40 | ]
NN
50 INPVSVAWAY =0 / NSV N/ \/
Q Wﬂ,/”\/ Q
-601 -70
-704
-90
-80
-90 -110
0 50 100 150 200 250 0 50 100 150 200 250
Frequency (MHz) Frequency (MHz)
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Attenuation to Cross Talk Ratio (Near End)

Client Schneider Electric Project No 100134962CRT-001b
Specification TIA-568-C2 - Cat 6 Channel
Part No ACT4P6UCM3RBBU Length(m) 100.
Test Started 7/2/2010 9:49:36 AM Temperature 20°C
Description 4 Connector Channel Appendix A
Operator Name John Cash Test Status Complies
Limit Margin : 7.872 dB @ 4.243 MHz Limit Margin : 17.109 dB @ 242.827 MHz
120 Blue - Orange 120 Blue - Green
110 110
100 100
90 90
80 80
700\ 70 L
o 604 o 60 Al
T 50[\ W, T 50]\ ALY, PR
40 A 40 VWAL A L
30 iR ViVE NN 30 v
20 AR PV V.V 20 Baai V.V
10 b 10 DA
0 0
10 10
20 20
30 30
40 40
Frequency (MHz) Frequency (MHz)
Limit Margin : 15.986 dB @ 1.124 MHz Limit Margin : 7.199 dB @ 14.846 MHz
120 Blue - Brown 120 Orange - Green
110 110
100 100
90 90
8o |, 80}
70]" 70 \u
60 60
8 50 | , | 8 s\,
40 MLy | A A 1 40 Ak
30 WY, SMAVI IWAAW N | 30 v AA A
20 VI WA 20 » VYNNI ANAA £ 2
10 10 VVVVYUN,
0 0
10 10
20 20
30 30
40 40
Frequency (MHz) Frequency (MHz)
Limit Margin : 16.717 dB @ 4.554 MHz Limit Margin : 9.148 dB @ 14.846 MHz
120 Orange - Brown 120 Green - Brown
110 110
100 100
90 90
80 il 80
70 Ml TR 70]\
o 60 LATALTIN | 1Y W o 60[\\,
T 50 YLAM N T S 50[\ W
40 v WAl 1LY A J1 4 40 .
30 M W\, 30 MMAAAAAAAANA i | |
20 WM 20 YYVVVWWIWUMNMA AL
10 10 TYVUV
0 0
10 10
20 20
30 30
40 40
Frequency (MHz) Frequency (MHz)
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Attenuation to Cross Talk Ratio (Far End)

Client Schneider Electric Project No 100134962CRT-001b
Specification TIA-568-C2 - Cat 6 Channel
Part No ACT4P6UCM3RBBU Length(m) 100.
Test Started 7/2/2010 9:49:36 AM Temperature 20°C
Description 4 Connector Channel Appendix A
Operator Name John Cash Test Status Complies
Limit Margin : 10.652 dB @ 2.683 MHz Limit Margin : 15.497 dB @ 250.000 MHz
120 Blue - Orange 120 Blue - Green
110 110
100 100
90 90
80], 80[k
70 T an \ 701\,
o 60 | | o B0\ M,
S 50] S 50[N el
40 ' Wﬁd@m A 40 BN . |
30 Ui\ 30 A N
20 MY RCAW; 20 NN\ A
10 10
0 0
10 10
20 20
30 30
40 40
Frequency (MHz) Frequency (MHz)
Limit Margin : 13.793 dB @ 2.995 MHz Limit Margin : 9.301 dB @ 2.371 MHz
120 Blue - Brown 120 Orange - Green
110 110
1007 | 100
90] | 90
80 80 |
70 70 Y
o 60\ \, I I m 60 Ld ]
° 50 Bl " N W | ) ° 50 n }
40 Y INAL A | | 40 AN
30 VAWANANA AL A 30 TWVVIAMO W A
20 VA WAWAN 20 ALY
10 10
0 0
10 10
20 20
30 30
40 40
Frequency (MHz) Frequency (MHz)
Limit Margin : 18.552 dB @ 1.124 MHz Limit Margin : 12.366 dB @ 2.683 MHz
120 Orange - Brown 120 Green - Brown
110 110
100 100
90 90
80 L. 80
70 | T R 70
m 60 LAVTY N | o 60 |
T 50 LA NWAL M T 50 L )
40 WA A 40 bR Il
30 A A PN 30 Dl W N A S\ A\
ig AT N ig R VA N WAVAN
0 0
10 10
20 20
30 30
40 40
Frequency (MHz) Frequency (MHz)
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Intertek

Client Schneider Electric Project No 100134962CRT-001b
Specification TIA-568-C2 - Cat 6 Channel
Part No ACT4P6UCM3RBBU Length(m) 100.
Test Started 7/2/2010 9:49:36 AM Temperature 20 °C
Description 4 Connector Channel Appendix A
Operator Name John Cash Test Status Complies
Limit Margin : 10.013 dB @ 2.995 MHz Limit Margin : 8.468 dB @ 3.931 MHz
Blue Orange
100 100
80 80
o 60N M o 60N
40 \ AA"“‘\N\/\N 40 M
20 \Mw A~y 20 MW\/\/\_/\ A /\VA
—— | AN —— | A AV NN
0 0
-20 -20
0 50 100 150 200 250 0 50 100 150 200 250
Frequency (MHz) Frequency (MHz)
Limit Margin : 7.607 dB @ 14.846 MHz Limit Margin : 11.354 dB @ 14.846 MHz
Green Brown
100 100

80 80
60 \\ 60 \\\.
N

S \{l\'\’v\ S
kel kel
40 40
AN WAAAMAAN
20 20 7¥7
~——— | o~ —— |
0 0
-20 -20
0 50 100 150 200 250 0 50 100 150 200 250
Frequency (MHz) Frequency (MHz)
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Intertek

Client Schneider Electric Project No 100134962CRT-001b
Specification TIA-568-C2 - Cat 6 Channel
Part No ACT4P6UCM3RBBU Length(m) 100.
Test Started 7/2/2010 9:49:36 AM Temperature 20 °C
Description 4 Connector Channel Appendix A
Operator Name John Cash Test Status Complies
Limit Margin : 11.336 dB @ 2.995 MHz Limit Margin : 10.604 dB @ 1.436 MHz
Blue Orange
100 100
80 80
\ \ v
o 60 o 60
° 40 W"\w«w ° 20 \\W' A A\W
20 %Wﬁﬂ 2 \M/\’\M —
~——
\ \
0 0
-20 -20
0 50 100 150 200 250 0 50 100 150 200 250
Frequency (MHz) Frequency (MHz)
Limit Margin : 10.017 dB @ 2.371 MHz Limit Margin : 13.439 dB @ 1.124 MHz
Green Brown
100 100
80 80
3 6°%“\w x 6°Q“‘\/
° 0 W"V“m% ° 40 MNA‘\»M/
20 M SN 20 \"/\/\ Py
\ \
0 0
-20 -20
0 50 100 150 200 250 0 50 100 150 200 250
Frequency (MHz) Frequency (MHz)
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Far End Cross Talk (Near End)

Intertek

Client Schneider Electric Project No 100134962CRT-001b
Specification TIA-568-C2 - Cat 6 Channel
Part No ACT4P6UCM3RBBU Length(m) 100.
Test Started 7/2/2010 9:49:36 AM Temperature 20 °C
Description 4 Connector Channel Appendix A
Operator Name John Cash Test Status Complies
Blue - Orange Blue - Green
-20 -20
-30 -30
40 -40
o -50 o -50
© 60 — © .60 S e Vv
0L/ SOV AN B N PP N D Vaa
-80 -80 /
-90 -90
-100 -100
-110 -110
0 50 100 150 200 250 300 0 50 100 150 200 250 300
Frequency (MHz) Frequency (MHz)
Blue - Brown Orange - Blue
-20 -20
-30 -30
-40 -40
@ 50 @ 50
© 60 © 60 A
70 / \/ \v/\ N 70 /"\V/ W\"V"
ol VoooVT of
-90 -90
-100 -100
-110 -110
o 50 100 150 200 250 300 0 50 100 150 200 250 300
Frequency (MHz) Frequency (MHz)
Orange - Green Orange - Brown
-20 -20
-30 -30
40 -40
o -50 o -50
© 60 NZaRW © 60
My ARAVA SN N T~
-80 v V -80 \ -h/‘ \Wﬁiﬂ’w
-90 -90 ‘V,[
-100 -100
-110 -110
0 50 100 150 200 250 300 0 50 100 150 200 250 300
Frequency (MHz) Frequency (MHz)
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Intertek

Client Schneider Electric Project No 100134962CRT-001b
Specification TIA-568-C2 - Cat 6 Channel
Part No ACT4P6UCM3RBBU Length(m) 100.
Test Started 7/2/2010 9:49:36 AM Temperature 20 °C
Description 4 Connector Channel Appendix A
Operator Name John Cash Test Status Complies
Green - Blue Green - Orange
20 20
-30 -30
40 -40
@ 50 @ 50
© .60 © .60
ol T MAVA VALV YV Van Wil Wa
-80 d -80 \ \./
-90 4 -90
-100 -100
-110 -110
0 50 100 150 200 250 300 0 50 100 150 200 250 300
Frequency (MHz) Frequency (MHz)
Green - Brown Brown - Blue
20 20
-30 -30
-40 -40
o 50 o 50
© .60 © .60
20 e A A N A Tk T NN TN
sl W ol v N
-90 v \ -90
-100 1 -100
-110 -110
o 50 100 150 200 250 300 0 50 100 150 200 250 300
Frequency (MHz) Frequency (MHz)
Brown - Orange Brown - Green
-20 -20
-30 -30
40 -40
@ 50 @ 50
© .60 © .60
-70 e -70 A N»\ /J\\V,\/\ /V\'\ pYal
soff N/ T sl A OV WAy
-90 '\f -90 v \' !
) | |
-100 -100
-110 -110
0 50 100 150 200 250 300 0 50 100 150 200 250 300
Frequency (MHz) Frequency (MHz)
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Intertek

ELFEXT/ACRF (Near End)

Client Schneider Electric Project No 100134962CRT-001b
Specification TIA-568-C2 - Cat 6 Channel
Part No ACT4P6UCM3RBBU Length(m) 100.
Test Started 7/2/2010 9:49:36 AM Temperature 20 °C
Description 4 Connector Channel Appendix A
Operator Name John Cash Test Status Complies
Limit Margin : 14.651 dB @ 1.748 MHz Limit Margin : 12.219 dB @ 204.778 MHz
Blue - Orange Blue - Green
0 0
-10 -10
-20 ] -20 ]
-30 -30
g o T i Q <o - VAl
-50 -50 ]
0] o]
-70 -70 //
-80 -80 /
-90 -90
-100 -100
-110 -110
50 100 150 200 250 300 50 100 150 200 250 300
Frequency (MHz) Frequency (MHz)
Limit Margin : 16.749 dB @ 97.805 MHz Limit Margin : 13.978 dB @ 1.748 MHz
Blue - Brown Orange - Blue
0 0
-10 -10
-20 -20 —_—
-30 -30
o -40 — Potasa M -40 A P
© 50 s v/ \\V/ \wa © g5 / Jaites SVl
-60- / / -60 / /"‘""\«/
iy Ve
70 -70
-80 -80
-90 -90
-100 -100
-110 -110
50 100 150 200 250 300 50 100 150 200 250 300
Frequency (MHz) Frequency (MHz)
Limit Margin : 11.227 dB @ 1.748 MHz Limit Margin : 16.133 dB @ 1.124 MHz
Orange - Green Orange - Brown
0 0
-10 -10
-20 ] -20 ]
-30 -30
@ -40 T TN Y] @ -40
S 5 ~ / \V4 S 5 P ™
ol Y sof T
oV g \
T’
-80 -80
-90 -90
-100 -100
-110 -110
50 100 150 200 250 300 50 100 150 200 250 300
Frequency (MHz) Frequency (MHz)
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Intertek

Client Schneider Electric Project No 100134962CRT-001b
Specification TIA-568-C2 - Cat 6 Channel
Part No ACT4P6UCM3RBBU Length(m) 100.
Test Started 7/2/2010 9:49:36 AM Temperature 20 °C
Description 4 Connector Channel Appendix A
Operator Name John Cash Test Status Complies
Limit Margin : 13.050 dB @ 161.428 MHz Limit Margin : 11.377 dB @ 2.683 MHz
Green - Blue Green - Orange
0 0
-10 -10
-20 —_— -20 —_—
-30 -30
o -40 o -40 NS NS
S ol S ol N/ NN N/
[ [~ [ ™ v
-60+ / -60 ./ \/
-70 7 -70 Y
-80,. -80
-90 -90
100 100
110 110
50 100 150 200 250 300 0 50 100 150 200 250 300
Frequency (MHz) Frequency (MHz)
Limit Margin : 18.895 dB @ 228.793 MHz Limit Margin : 16.669 dB @ 95.310 MHz
Green - Brown Brown - Blue
0 0
10 10
20 20
30 -30
o -40 ™ N\ o -40 Prassin VauNl
3 5 o NN NN S ol ~ AW4
o)/ w4 oy eoff
ol Y 1 20l
/ ' '
80 80
90 90
100 100
110 110
50 100 150 200 250 300 0 50 100 150 200 250 300
Frequency (MHz) Frequency (MHz)
Limit Margin : 17.355 dB @ 1.748 MHz Limit Margin : 18.078 dB @ 250.000 MHz
Brown - Orange Brown - Green
0 0
-10 -10
20 —— -20
-30 -30 2
o -40 o -40 v
© 50 . e ° 5o e NNATN N AN
sol N eof M (| |
o7 " V. I
! /
80 -80
90 -90
100 100
110 110
50 100 150 200 250 300 0 50 100 150 200 250 300
Frequency (MHz) Frequency (MHz)
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Power Sum ELFEXT/PSACRF (Near End)

Client Schneider Electric Project No 100134962CRT-001b
Specification TIA-568-C2 - Cat 6 Channel
Part No ACT4P6UCM3RBBU Length(m) 100.
Test Started 7/2/2010 9:49:36 AM Temperature 20 °C
Description 4 Connector Channel Appendix A
Operator Name John Cash Test Status Complies
Limit Margin : 14.667 dB @ 204.466 MHz Limit Margin : 11.749 dB @ 1.748 MHz
Blue Orange
10 I —— -10 S —
T [
30 — | 30 — |
B B M
o / /\/J./—-" " / \/___\\/-/—vv/_\\//‘
-50 -50
- ~
-7 -7
-90 -90
0 50 100 150 200 250 0 50 100 150 200 250
Frequency (MHz) Frequency (MHz)
Limit Margin : 13.772 dB @ 202.283 MHz Limit Margin : 16.694 dB @ 1.748 MHz
Green Brown
10 ES—— 10 ES——
T T
30 — | 30 — |
_cg / \/"“\/—’v— % / ‘\/MMMW
_SOW .50// \/"
-70 -70
-90 -90
0 50 100 150 200 250 0 50 100 150 200 250
Frequency (MHz) Frequency (MHz)
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Intertek

Client Schneider Electric Project No 100134962CRT-001b
Specification TIA-568-C2 - Cat 6 Channel
Part No ACT4P6UCM3RBBU Length(m) 100.
Test Started 7/2/2010 9:49:36 AM Temperature 20 °C
Description 4 Connector Channel Appendix A
Operator Name John Cash Test Status Complies
Limit Margin : 8.786 dB @ 1.124 MHz Limit Margin : 9.415 dB @ 1.124 MHz
Blue Orange
0 0
-10 -10
o | o a BN AN P e e
-40 \ \( 20 W [l \
2 \ 2 11 |
T -50 1 | T -50qft { I ¥
-60 1 -60 i ! i It
-70 If | -70 |
-80 -80
-90 -90
-100 -100
-110 -110
-120 -120
0 50 100 150 200 250 300 0 50 100 150 200 250 300
Frequency (MHz) Frequency (MHz)
Limit Margin : 8.517 dB @ 1.124 MHz Limit Margin : 4.731 dB @ 19.213 MHz
Green Brown
0 0
-10 -10
20— 20—
.30 r e tin ) Y, AVAVA _30r\«uhn " v(\\ . A A A J"\V,. /A [
-40/ A -40 W—VF}
8 -501 3 -50 ! {
-60- ¥ I 1 I ! a] !I "l -60- n ! 1 |
-70 | I ! -70 1"
-80 t -80
-90 -90
-100 -100
-110 -110
-120 -120
0 50 100 150 200 250 300 0 50 100 150 200 250 300
Frequency (MHz) Frequency (MHz)
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Intertek

Client Schneider Electric Project No 100134962CRT-001b
Specification TIA-568-C2 - Cat 6 Channel
Part No ACT4P6UCM3RBBU Length(m) 100.
Test Started 7/2/2010 9:49:36 AM Temperature 20 °C
Description 4 Connector Channel Appendix A
Operator Name John Cash Test Status Complies
Limit Margin : 10.439 dB @ 60.380 MHz Limit Margin : 7.853 dB @ 4.243 MHz
Blue Orange
0 0
-10 -10
§8 AP AN An n N np §8 A\ AL A AN N
20 A VW AN A taal I 20 \ AN AN AT
g ® N N [FEPH s o W\ N
s ! - oy [ MILIN RAT RS
-70 |
-80 -80
-90 -90
-100 -100
-110 -110
-120 -120
0 50 100 150 200 250 300 0 50 100 150 200 250 300
Frequency (MHz) Frequency (MHz)
Limit Margin : 8.473 dB @ 1.124 MHz Limit Margin : 7.203 dB @ 5.490 MHz
Green Brown
0 0
10 10
20— 20—
-30 AN An AN A A N A/ -30 Fr Y ™M A JANEAN A
b Y3 N/ IRARTATNAVALAY . FIRAYR WA ATRN|
oYY P Y g % M-
so ! RN S 0t |
70 70 '
80 80
90 90
100 100
110 110
120 120
50 100 150 200 250 300 0 50 100 150 200 250 300
Frequency (MHz) Frequency (MHz)
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Intertek

Client Schneider Electric Project No 100134962CRT-001b
Specification TIA-568-C2 - Cat 6 Channel
Part No ACT4P6UCM3RBBU Length(m) 100.
Test Started 7/2/2010 9:49:36 AM Temperature 20 °C
Description 4 Connector Channel Appendix A
Operator Name John Cash Test Status Complies
Blue Orange
90 90
85 85
80 80
£ 75 £ 75
70 70
65 65
60 60
55 55
50 50
0 50 100 150 200 250 300 0 50 100 150 200 250 300
Frequency (MHz) Frequency (MHz)
Green Brown
90 90
85 85
80 80
£ 75 £ 75
70 70
65 65
60 60
55 55
50 50
0 50 100 150 200 250 300 0 50 100 150 200 250 300
Frequency (MHz) Frequency (MHz)
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Intertek

Client Schneider Electric Project No 100134962CRT-001b
Specification TIA-568-C2 - Cat 6 Channel
Part No ACT4P6UCM3RBBU Length(m) 100.
Test Started 7/2/2010 9:49:36 AM Temperature 20 °C
Description 4 Connector Channel Appendix A
Operator Name John Cash Test Status Complies
Limit Margin : 50.770 ns/100m @ 56.014 MHz Limit Margin : 67.130 ns/100m @ 122.443 MHz
Blue Orange
600 600
g 550 L g 550 L
o o
g\ 2
2 500 2 500 N
450 450
400 400
0 50 100 150 200 250 0 50 100 150 200 250
Frequency (MHz) Frequency (MHz)
Limit Margin : 40.650 ns/100m @ 56.014 MHz Limit Margin : 73.840 ns/100m @ 120.884 MHz
Green Brown
580 600
c 560\ g 550 L
s | — g
2 540 2500 \__
520 \ 450
500 400
0 50 100 150 200 250 0 50 100 150 200 250
Frequency (MHz) Frequency (MHz)
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Intertek

Delay Skew (Near End)

Client Schneider Electric Project No 100134962CRT-001b
Specification TIA-568-C2 - Cat 6 Channel

Part No ACT4P6UCM3RBBU Length(m) 100.

Test Started 7/2/2010 9:49:36 AM Temperature 20 °C

Description 4 Connector Channel Appendix A

Operator Name John Cash Test Status Complies

Limit Margin : 16.238 Skew (ns) @ 1.124 MHz
Skew
50
45
S5
xC
Ur~ 40
35
30
0 50 100 150 200 250
Frequency (MHz)
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Intertek

Client Schneider Electric Project No 100134962CRT-001b
Specification TIA-568-C2 - Cat 6 Channel
Part No ACT4P6UCM3RBBU Length(m) 100.
Test Started 7/2/2010 9:49:36 AM Temperature 20 °C
Description 4 Connector Channel Appendix A
Operator Name John Cash Test Status Complies
Blue Orange
-20 -20
-30 -30

=
—
-
—
—
=
—

mAn A

T Al '
] 11l g ’ f [ \
-60 [ -60- | u 1 | 1
-70 -70 | ||
-80 -80
-90 -90
-100 -100
-110 -110
0 50 100 150 200 250 300 0 50 100 150 200 250 300
Frequency (MHz) Frequency (MHz)
Green Brown
-20 -20
-30 -30
40 in 40 in o Aaa AN A ”\(\I\N\ﬂ
gl AT
-50 lI' v 1 | 504 1 h
4 \
g " [ ! g |y PO ]
-60+ -60
! 'll I
-70 | -70
-80 -80
-90 -90
-100 -100
-110 -110
0 50 100 150 200 250 300 0 50 100 150 200 250 300
Frequency (MHz) Frequency (MHz)
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Intertek

Client Schneider Electric Project No 100134962CRT-001b
Specification TIA-568-C2 - Cat 6 Channel
Part No ACT4P6UCM3RBBU Length(m) 100.
Test Started 7/2/2010 9:49:36 AM Temperature 20 °C
Description 4 Connector Channel Appendix A
Operator Name John Cash Test Status Complies
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TCTL Near

Intertek

Client Schneider Electric Project No 100134962CRT-001b
Specification TIA-568-C2 - Cat 6 Channel
Part No ACT4P6UCM3RBBU Length(m) 100.
Test Started 7/2/2010 9:49:36 AM Temperature 20 °C
Description 4 Connector Channel Appendix A
Operator Name John Cash Test Status Complies
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Intertek

Client Schneider Electric Project No 100134962CRT-001b
Specification TIA-568-C2 - Cat 6 Channel
Part No ACT4P6UCM3RBBU Length(m) 100.
Test Started 7/2/2010 9:49:36 AM Temperature 20 °C
Description 4 Connector Channel Appendix A
Operator Name John Cash Test Status Complies
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Intertek

L Near
Client Schneider Electric Project No 100134962CRT-001b
Specification TIA-568-C2 - Cat 6 Channel
Part No ACT4P6UCM3RBBU Length(m) 100.
Test Started 7/2/2010 9:49:36 AM Temperature 20 °C
Description 4 Connector Channel Appendix A
Operator Name John Cash Test Status Complies
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Intertek

Client Schneider Electric Project No 100134962CRT-001b
Specification TIA-568-C2 - Cat 6 Channel
Part No ACT4P6UCM3RBBU Length(m) 100.
Test Started 7/2/2010 9:49:36 AM Temperature 20 °C
Description 4 Connector Channel Appendix A
Operator Name John Cash Test Status Complies
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