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NOTES:
IP00 TYPE ENCLOSURE.1.
AMBIENT TEMP. 0-40C.2.
ALTITUDE 1000M(3300FT).3.
HUMIDITY -95% NON-CONDENSING.4.
INDOOR INSTALLATION IN CLEAN ENVIRONMENT.5.
MINIMUM CLEARANCE6.
           200mm ABOVE FOR AIRFLOW

                   400mm BELOW FOR AIRFLOW
7.      MOUNTING HARDWARE: M10
8.      DRAWING SCALE IS 1:15 EACH VIEW
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